revize

¢islo datum popis

0,000 = 245,75 m.n.m.

Vyskovy systém: BALT—PV
Soufadnicovy systém: S—JTSK

GENERALNI PROJEKTANT:

Expert Building Management, s.r.o.

AUTOR NAVRHU:

ZPRACOVATEL CASTI:

=7 Ohradni 1440/2a i leky i i
gEEI’I‘I 14000 Prahe & - Michle IF-’ra(:::vi;t: ) Givoes areh Pteerukc;; zns, ﬁzzzofsr:r:a g ' Projeklovla'r:?i e‘l'(l,ll’:(ri:l!yocl;v zafizeni
EXPERT BUILDING tel. +420 261 099 350 Tel. / Phone: +420 (2) 215117 11 Bfezinova 968, Kladno 2, 272 01
MANAGEMENT i p::;k"‘f(;gé;*pfa’;u » Fax: +420 (2) 22 51 66 51 E-mail: firma@loxia.cz tel. +420 607 924 009, e-mail: skvor jiri@iol.cz
VEDOUCI ZAKAZKY: ARCHITEKT — AUTOR NAVRHU: ZODPOVEDNY PROJEKTANT CASTI: AUTORIZACE:
ING. MARTIN ZELENKA ING. ARCH. MILAN VESELY ING. JIRI SKVOR
HIP: VYPRACOVAL:
. -
ING. ANTONIN FURST /
HLAVNI PROJEKTANT: / LOXIA
ING. KVETA ZATREPALKOVA — ING. JIRI SKVOR
INVESTOR:
DARAMIS GROUP D6 |
Meteor Centre Sokolovskd 100/94, 180 00 Praha 8
DARAMIS GROUP
AKCE: ZAKAZKOVE C.: DATUM: CISLO PARE:
Y P-14-018-000 05/2014
Obytny soubor BERANKA I /
_ . FORMATY: STUPEN:
Praha 20 — Horni Pocernice 5 M RD
0Bs¥:  TYPOVYRD -C MERITKO: CAST DOKUMENTACE: | CISLO VYKRESU:
ELEKTROINSTALACE NN, HROMOSVOD E-NN 201
’ v v STAVEBNI OBJEKT: K6D DOKUMENTU:
DOMOVNI ROZVADEC RD1 D.1.03 D.1.03.08




Provedeni: ndst&nny oceloplechovy rozvad&® s kovovymi dvermi

Typ: FWB42, fa. Hager Electro s.r.o.
Barva: RAL 9010 (b7ld)
RD1 Rozméry: v = 650mm, § = 550mm, h = 161mm
Kryti: IP44, dvojitd izolace
Privod: horem
3 o
Wvody: horem
Napétovd sit: 3PEN ~50Hz 230V/400V TN-C-S
El. parametry: Pi = 46.51kW
Pp = 18.58kW pfi B = 0.80 je Ps = 14.86kW
550 Is = 22.58A
In = 63.00A
-, Z0DP.PROJEKTANT : Ing. Ji¥T Skvor LIST &/sLo
) Ing:Jl‘r‘l’ SK\!OR o AKCE ¢ TYPO’VY RD - C . . weracova.  : Ing. JiFi Skvor oo POCET LISTU
%‘;/eéﬁovglf;/d :c{e/%’/%/?;czfi?njj:%egé Obytny soubor BERANKA Il, Praha 20 — Horni Po&ernice st0 zaazer - P—14—018-000 -
IC: 43160115, DIC: CZ6401011199 - v ¥ STUPEN . DPS CISLO PRILOHY :
Tel./Mob.: (+420)312660714/607924009 0BSAt 5 Domovni rozvadéd RD1 o 05/2014
ozn.sousory  : C — RD1.dwg
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Ing. Jifi SKVOR
Projektovani elektrickych zafizent
272 01 Kladno 2, Btfezinova 968

IG: 43160115, DIC: CZ6401011199
Tel./Mob.: (+420)312660714,/607924009
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I 3PEN ~50Hz 230V/400V TN—-C-S
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M.CT1: 0.023kW, 230V (CIRKULACNI CERPADLO TUV)

o R.PK1: 0.20kW, 230V (REGULACE PLYNOVEHO KOTLE)
= RPV1: 0.10kW, 230V (ROZDELOVAC PODLAHOVEHO TOPENT)

N 2x EPR1: 0.12kW, 230V (ELEKTRICKY POHON ROLETY)

& 3x EPR1: 0.12kW, 230V (ELEKTRICKY POHON ROLETY)

* 1x EPR1: 0.12kW, 230V (ELEKTRICKY POHON ROLETY)
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